SLAB OPENING FOR ELEVATOR (8" - 10") PRECAST SLAB FLOOR.

PRECAST CONCRETE INVERTED TEE BEAM

28"x28" PRECAST CONCRETE COLUMN, (TYP. @ INTERIOR COLUMN).

PRECAST CONCRETE TRANSFER BEAM.

EXTERIOR WALL ABOVE PRECAST TRANSFER BEAM.

PRECAST CONCRETE TRANSFER BEAM.

STEP BRIDGE TEE, ADD INSULATION, TOPPING REMAINS LEVEL.

PRECAST STAIR EXTERIOR WALL: PRECAST SANDWICH PANEL W/ R30 INSULATION.

(8" - 10") PRECAST FLOOR SLAB AT STAIR TOWERS.

FLOOR CONSTRUCTION: 4" TOPPING SLAB ON PRECAST BRIDGE TEE.
CONCRETE SHEARWALL. PRECAST EXTERIOR WALL W/ R30 INSULATION.

EXTERIOR WALL ABOVE INVERTED TEE BEAM 28"x28" PRECAST COLUMN.

(8" - 10") PRECAST FLOOR SLAB AT STAIR TOWERS.

OPENING FOR ELEVATOR

FLOOR CONSTRUCTION: 4" TOPPING SLAB ON PRECAST BRIDGE TEE.

OPENING FOR MEP SHAFT PARAPET WALL BRACING, (TYP.) COORDINATE WITH MECHANICAL AND ELECTRICAL EQUIPMENT.

NOT FOR CONSTRUCTION PRELIMINARY DOCUMENTS

APPROVED BY

CHECKED BY

DRAWN BY

DATE

PROJECT NO.

SCALE

SEAL

REVISIONS
CONCRETE SHEARWALL.

INVERTED TEE BEAM

PRECAST PARAPET WALL.

ROOF CONSTRUCTION: 4" TOPPING SLAB ON PRECAST BRIDGE TEE.

NOT FOR CONSTRUCTION PRELIMINARY DOCUMENTS

KEY PLAN

APPROVED BY CHECKED BY

DRAWN BY DATE

PROJECT NO. SCALE

SEAL

REVISIONS

1/8" = 1'-0"